Introduction
The aim of the electric power system is to generate electrical energy and to deliver this energy to the end-user equipment at an acceptable voltage [1] . The quality of electricity has become a strategic case for electricity companies. With the increasing use of power electronics devices and nonlinear loads in electric power system, the issue of harmonics is becoming more and more importance [2] .
Non-linear loads connected to AC electric networks generate undesired harmonics in the current dynamics which are usually responsible of additional power losses and the risk of equipment damage or malfunctioning [3] . The term harmonics can be defined as sinusoidal component of a periodic wave having a frequency that is an integral multiple of the fundamental frequency. If the fundamental frequency is 50 Hz, then the second harmonic is a sinusoidal wave of 100 Hz, the fifth harmonic is a sinusoidal wave of 250 Hz and so on. [4, 5] . Presence of these harmonics results in increased losses, equipment heating and loss-of-life, and interference with protection, control and communication circuits as well as customer loads [6] .
In the industry, three-phase induction motors are seen as the most widely used machines. They are in a simple construction and have high reliability [7] . In the last few decades, the induction motors have evolved from being a constant speed motor to a variable speed, variable torque machine. With the invention of variable voltage, variable frequency drives, the use of an induction motors have increased [8] . However, these drives are important harmonic sources in the electric power systems.
Reference [8] presents harmonic analysis of motor current signatures under different fault conditions of medium and high power Variable Frequency Driver (VFD) systems. Also, reference [4] has investigated reviews the progress made in power system harmonics research and development since its inception. In the reference [9] , a fuel pump induction motor in cement industries is investigated.
The Matlab/Simulink model for the sine pulse-width modulated (PWM) inverter results are discussed in steady state running mode and voltage/frequency (V/F) mode. Also the study [10] deals with the numerical modeling of a PWM voltage inverter-fed induction motor drive for the common and differential current modes. Another work has presented a probabilistic method to study the harmonic contents of voltage in direct torque controlled of induction motors [11] .
Reference [12] shows a critical evaluation of the effect of various abnormal voltage conditions, balanced non-sinusoidal power supply, input voltage sags and short time blackout of power supply on matrix converter fed induction motor drives.
In this study, 3-phase currents of the motor are collected and analyzed using the spectral analysis methods like short-time Fourier transform and auto-power spectral density. Here, the short time Fourier transform is applied to overall current signal, which includes the all operational conditions, as an application of the non-stationary signal analysis. After the determination of the operational region in terms of the harmonic levels under the full-load condition, the auto-power spectral density is applied to this signal part, which can be accepted as a stationary signal approximately.
Harmonics and Power Quality
The most common indication of harmonics presence is Total Harmonic Distortion (THD) factor, which can be obtained both voltage and current as shown in Eq. [1, 2] [13]: 
where , or the supply continuity is %100 (no electricity interruption). But, this is not valid for any electricity system. It has been defined in various national and international standards that to which extent the nominal value of most of the components can deviate. The more technology improves, it is expected that the less deviation will be permitted to occur depending on the nominal values [14] .
Mathematical Methods
In this study, considered mathematical analysis tool is based upon the Fourier based techniques like power spectral density calculation as well as short-time Fourier transform approach.
Auto-power Spectral Density. A common approach for extracting the information about the frequency features of a random signal is to transform the signal to the frequency domain by computing the discrete Fourier transform. For a block of data of length N samples the transform at frequency m f is given by (3)
where f is the frequency resolution and t is the datasampling interval. The auto-power spectral density (APSD) of x(t) is estimated as
The cross power spectral density (CPSD) between x(t) and y(t) is similarly estimated. The statistical accuracy of the estimate in (4) increases as the number of data points or the number of blocks of data increases [15] .
Short-Time Fourier Transform. The short-time Fourier Transform (STFT), introduced by Gabor in 1946, and is useful in presenting the time localization of frequency components of signals [16] . The STFT spectrum is obtained by windowing the signal through a fixed dimension window. The signal may be considered approximately stationary in this window. The window dimension fixes both time and frequency resolutions. To define the STFT, let us consider a signal x(t) with the assumption that it is stationary when it is windowed through a fixed dimension window g(t), centered at time location . The Fourier transform of the windowed signal yields the STFT [17] 
. (5) Equation (5) maps the signal into a two-dimensional function in the time-frequency (t, f) plane. The analysis depends on the chosen window g(t). Once the window g(t) is chosen, the STFT resolution is fixed over the entire time-frequency plane.
Harmonics Measurement System based on LabVIEW and Experimental Set-up
Power quality measurement system is designed with LabVIEW TM graphical program. The overall block diagram of the measurement system is shown in Fig. 1 . The system consists of voltage and current transducers, connector block, data acquisition card and processing computer. National Instruments (NI) PCI 6221 multifunction data acquisition card, LEM HTR 500-SB current and LEM CV3-500 voltage transducers are used as measurement hardware. The DAQ card sampling rate is 250 kS/s. The power system has been supplied by 2500 kVA power transformator. Using this system, harmonic parameters of three-phase voltage and current signals, such as the THD and the distortions of the 1 st to the 50 th harmonics can be measured.
The input signals are connected into the data acquisition card for conversion to digital signals, which are afterwards collected, analyzed, computed, and output by the computer. Measurement results can be displayed as a real-time, printed and stored [18] . The power quality measurement system set-up is shown in Fig. 1 . 
Application of the Data and Results
There are two aspects of the application in terms of the collected data. These are non-stationary data in which motor gets the different load condition step by step and stationary data for full load condition. Fig. 4 . As seen from this figure, there are four different operation regions like no-load condition between 0 -7.14 seconds; transient case between 7.14 -8 seconds, transition to full load between 8 -9.5 seconds and the full load condition between 9.5 -13 seconds respectively. For more detailed consideration, spectral study is applied on the one phase variation of the currents.
Under the assumption of the similar properties of the current signals, the phase-1 is considered for the spectral analysis and its spectrogram is given by Fig. 5 . In order to find the frequency contest of the one of the phase currents, Power Spectral Density approach is applied to the phase-1 and its result can be seen in Fig. 8 . below. Here dominant frequency components are odd harmonics from 3 rd to 19 th harmonics as well as the fundamental frequency at 50 Hz. And also, it can be said that all odd harmonic components change from 3 rd to 49 th . Here, it can be considered a threshold to define more meaningful harmonics. This threshold is determined considering the full load region, which is defined between the 9.5 and 12 seconds, in the Fig. 6 . In this time-frequency plane, maximum harmonic level is at 850 Hz as 17 th harmonic component. For this reason, the threshold level is selected at logarithmic current value of 10 4 and then it can be shown by Fig. 9 . Fig. 8 . PSD of motor current variations for phase 1 at full load condition Fig. 9 . Zoomed PSD for phase-1 regarding to selected threshold value As seen in Fig. 9 th harmonics exceed the critical value of the total harmonic distortion (THD) level, this critical value is notified around 5% of the THD for current in harmonic standard of IEEE, which is indicated as IEEE-519-1992 in the reference list. For this reason, these harmonics must be filtered using an appropriate filter structure.
Conclusions
In this study, harmonic levels and some distortion ratios were considered for the current measurement of an induction motor, which is driven by an inverter. For this purpose, there are two stages of this experimental study. The first one is under the load changes gradually and the second one is related to the full load condition. Under these experimental results, some of the findings can be listed as below. Consequently, these harmonic levels are considered as effect of the inverter used in this study. For the full-load condition the total harmonic distortion (THD) is calculated as 24% of the fundamental component. This paper analyses the electrical power quality for the induction motor of 75 kW using the spectral analysis methods. Measurements are carried out by collecting the current and voltage variations in a ceramic factory. Spectral analyzing techniques are applied to the collected data to get the spectral properties. Hence, induction motor operation regions are categorized under three zones. These are noload condition; transient case from no-load to load and full-load, respectively. Consequently, the variations of the harmonics are compared with each other under these different operation conditions and then the most important characteristics of the harmonics are determined. In this manner, dominant harmonics are obtained as 
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